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WATER MAIN VALVES -GATE -BUTTERFLY W-SERVICE
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ELEVATION = 153.69  

HYD. - N.W. CORNER OF N.80TH ST. & W.THURSTON AVE.; NW BOLT

ELEVATION = 153.27

HYD. - S.E. CORNER OF N.80TH ST. & W.THURSTON AVE.; NW BOLT

ELEVATION = 153.67

S.W. CORNER OF 1ST CONCRETE RISER @ 5734 N.80TH ST.

ELEVATION = 152.57

HYD. - S.E. CORNER OF N.80TH ST. & W.CARMEN AVE.; NW BOLT

BENCHMARKS

 

1 - 8" VALVE

1 - HYDRANT

668 FT. - 8"-1958-R WATER MAIN

  9 FT. - 8"-1996-D.I. WATER MAIN

  4 FT. - 8"-2001-D.I. WATER MAIN

 

-----------------------------------------------

ABANDONMENT OF WATER MAINS, VALVES AND HYDRANTS

NOS. 2016016, 2016017 - 27 WORKING DAYS.

W. CUSTER AVE. FROM N. 87TH ST. TO N. 91ST ST., PLAN FILE 

FILE NO. 2016015 - 20 WORKING DAYS.

N. 84TH ST. FROM W. CARMEN AVE. TO W. BOBOLINK AVE., PLAN 

FILE NO. 2016014 - 18 WORKING DAYS.

N. 80TH ST. FROM W. CARMEN AVE. TO W. THURSTON AVE., PLAN 

 

DAYS FOR EACH:

INCLUDED IN THIS CONTRACT AND THE ALLOWABLE PROJECT WORKING 

FOLLOWING IS A LIST OF WATER MAIN INSTALLATION PROJECTS 

OF FOUR (4) HOURS TOWARDS COMPLETION OF THE PROJECT. 

DEFINED AS ANY DAY THE CONTRACTOR IS ABLE TO WORK A MINIMUM 

NUMBER OF PROJECT WORKING DAYS. A PROJECT WORKING DAY IS 

EACH PROJECT IN THIS CONTRACT IS ASSIGNED AN ALLOWABLE 

24, 2016.  

INCLUDING PAVEMENT RESTORATION, SHALL BE COMPLETED BY JUNE 

NO WORK SHALL BEGIN UNTIL MARCH 14, 2016.  ALL WORK, 

 

--------

SCHEDULE

TRAFFIC CONTROL DEVICES".

AND PART VI OF THE STATE OF WISCONSIN "MANUAL ON UNIFORM 

"TRAFFIC CONTROL FOR CONSTRUCTION AND MAINTENANCE WORK" 

THE CITY OF MILWAUKEE, DEPARTMENT OF PUBLIC WORKS BOOKLET, 

ANY PERSON WORKING IN THE PUBLIC WAY SHALL COMPLY WITH 

TO HAVE THE SIGNS RE-INSTALLED.

MR. MIKE CHANESKE OF INFRASTRUCTURE SERVICES AT 286-5965 

CONSTRUCTION ACTIVITIES, THE CONTRACTOR SHALL CONTACT 

IF TRAFFIC OR STREET SIGNS ARE TAKEN DOWN DURING 

CONCERNING THESE COMMENTS.

"NO PARKING" SIGNS OR IF THERE ARE ANY QUESTIONS 

ENGINEERING AT 286-3632 FOR THE INSTALLATION OF TEMPORARY

PROVIDE SEVEN (7) DAYS ADVANCED NOTICE TO TRAFFIC 

AND CONDITION.

PAVEMENT MARKINGS MUST BE RETURNED TO ORIGINAL MATERIAL 

MAINTAIN TWO WAY TRAFFIC.

USE NO PARKING 7AM TO 5PM ON WEST SIDE OF N. 80TH ST.

USE NO PARKING ANYTIME ON EAST SIDE OF N. 80TH ST.

------------------

TRAFFIC PROVISIONS

ALL NECESSARY PAVEMENT OR SOD REPLACEMENT.

ABANDONED IN THIS MANNER.  THE ABANDONMENT SHALL INCLUDE 

CONTRACT SHALL BE 

AND CURB STOP BOXES ON MAINS ABANDONED AS PART OF THE 

BOX AND BACKFILL THE REMAINING HOLE WITH GRAVEL.  ALL VALVE 

SHALL REMOVE ONLY THE TOP SECTION OF THE VALVE OR SERVICE 

VALVES OR CURB STOPS ARE TO BE ABANDONED, THE CONTRACTOR 

MILWAUKEE "WATER MAIN INSTALLATION SPECIFICATIONS", WHEN 

IN ACCORDANCE WITH SECTION 5.14.5 OF THE CITY OF 

--------------------------

ABANDONMENT OF VALVE BOXES

PROVISIONS FOR WATER MAIN CONSTRUCTION". 

AS STATED IN THE "THE MILWAUKEE WATER WORKS SPECIAL 

THE REQUIREMENTS FOR BACKFILL AND BEDDING MATERIAL SHALL BE 

 

-----------------------------

BACKFILL AND BEDDING MATERIAL

REQUIRED TO COMPLETE THIS PROJECT.

PLUGS. THE CONTRACTOR SHALL FURNISH ALL OTHER ITEMS 

THE CONTRACTOR SHALL FURNISH TEMPORARY TEST CAPS AND 

MATERIALS AS INDICATED IN SPECIFICATION SECTION 4.3.1.  

THE MILWAUKEE WATER WORKS WILL FURNISH WATER MAIN 

 

SPECIFICATIONS WHICH DIFFERS THEREFROM.

THIS CONTRACT AND WILL SUPERSEDE ANY PART OF THE 

DATED JANUARY 31, 1992, LATEST REVISION, APPLIES TO 

THE DEPARTMENT OF PUBLIC WORKS GENERAL SPECIFICATIONS, 

PLANS AND CONTRACT DOCUMENTS.

WHICH IS ATTACHED AND MADE PART OF THESE WATER MAIN 

SPECIAL PROVISIONS FOR WATER MAIN CONSTRUCTION", 

IN ACCORDANCE WITH "THE MILWAUKEE WATER WORKS 

DATED JANUARY 2, 1987. ADDITIONALLY, ALL WORK SHALL BE DONE 

MILWAUKEE "WATER MAIN INSTALLATION SPECIFICATIONS", 

ALL WORK SHALL BE DONE IN ACCORDANCE WITH THE CITY OF 

 

-------------

GENERAL NOTES

7" (1963) CONCRETE - PLAIN

EXISTING PAVEMENT IN N. 80TH ST. IS

 

-------------

PAVEMENT TYPE

 

 

21 - 1" CORPORATION STOP

 

1 - C8

5 - SL8

1 - H (6.5)

2 - VB-DD

1 - V6

1 - V8

6 - B8-45

1 - X 8x8

1 - AT 8x6

 

BY THE CITY. 

THIS CONSTRUCTION PLAN THAT WILL BE PROVIDED

FOLLOWING IS A LIST OF THE FITTINGS SHOWN ON 

 

 

LUMP SUM

 

---------------------------------------------

FURNISH, INSTALL AND MAINTAIN EROSION CONTROL

 

 

LUMP SUM

 

--------------------

FINISHING OF ROADWAY

 

 

1400 LIN. FT. - IN CONCRETE (FULL DEPTH)

 

----------

SAWCUTTING

 

 

LUMP SUM

 

------------------------------

BARRICADES AND TRAFFIC CONTROL

 

 

700 BARS

 

-------------------------------

FURNISH AND INSTALL DOWEL BARS

 

 

365 SQ. YDS. - 8" CONCRETE

 

------------------

PERMANENT PAVEMENT

 

 

21- CONNECT ORIGINAL SERVICE (C.O.S.)

 

--------

SERVICES

 

 

1 - HYDRANT / MINOR

 

------

REMOVE

1 - HYDRANT

 

-------

INSTALL

 

  9 FT. - 6" HYDRANT BRANCH

682 FT. - 8" WATER MAIN

 

(DUCTILE IRON PUSH-ON RUBBER GASKET JOINT)

------------------------

FURNISH PIPE AND INSTALL

H (6.5)

VB-DD

V6

AT 8x6

C8

SAMPLE

SAFE WATER

CONNECT AFTER

SL8(143.6 )

B8x45(V)(144.2)

B8x45(V)(140.0)

SL8(140.0 )

SAMPLE

SAFE WATER

CONNECT AFTER

SL8(143.6 )

B8x45(ROT)(143.6)

B8x45(ROT)(144.2)
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